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CHAPTER 8 
 
Section 805.2  Solid fuel appliances. 
 
There should be only one exception; the second exception should be text following the exception rather than a second 
exception, as follows: 
 
Factory-built chimneys installed in dwelling units with solid fuel-burning appliances shall comply with the Type HT 
requirements of UL 103 and shall be marked “Type HT” and “Residential Type and Building Heating Appliance Chimney”. 
 

Exceptions: 
 

1.  Chimneys for use with open combustion chamber fireplaces shall comply with the requirements of UL 103 and shall 
be marked “Residential Type and Building Heating Appliance Chimney”. 

 
 2.  Chimneys for use with open combustion chamber appliances installed in buildings other than dwelling units shall         
comply with the requirements of UL 103 and shall be marked “Building Heating Appliance Chimney” or “Residential Type 
and Building Heating Appliance Chimney”. 
 
Chimneys for use with open combustion chamber appliances installed in buildings other than dwelling units shall comply 
with the requirements of UL 103 and shall be marked “Building Heating Appliance Chimney” or “Residential Type and 
Building Heating Appliance Chimney”. 
 
 
 




